RICHARDSON
TEXAS

/

CITY OF RICHARDSON, TEXAS
NO ADDITIONS OR CHANGES TO STANDARD DETAIL SHEETS UNLESS APPROVED BY CITY OF RICHARDSON

STANDARD DETAILS

WATER

SHEET NAME:

WTR-C

WATER SERVICE NOTES:
1. THERE SHALL BE 1 FOOT MINIMUM SEPARATION BETWEEN TAPS.
2. TAPS SHALL BE LOCATED AT 10 OR 2 O'CLOCK (45° ANGLES) ON WATER MAIN AND THE CORP
STOP SHALL BE SIDE ACCESS.
3. SET METER LOOP WITHIN METER BOX SO THAT LOOP IS CENTERED IN BOX; ENSURE CURB OR
METER BOX PER ANGLE STOP IS STRAIGHT UP AND DOWN
ETER BOX PER APPROVED MATERIALS APPROVED MATERIALS 4. SERVICE SADDLE TAP SHALL BE IP THREAD ONLY. TAPERED THREAD IS NOT ALLOWED.
TO BE INSTALLED AT GRADE WITH 5. STAINLESS STEEL STIFFENER SHALL BE INSERTED INTO BOTH ENDS OF THE POLY SERVICE
SURROUNDING AREA. LINE.
METER SETTER YOKE WITH EN 6. FLARE FITTINGS ARE NOT ALLOWED.
ETER SETTER YOKE WITH END CONNECTORS; NO CHECK VALVE OR KEY
CONNEGTORS: NO CHECK VALVE OR KEY VALVE ON OUTLET SIDE, SEE ITEM C IN TABLE
ENTERLINE LOT VALVE ON OUTLET SIDE, SEE ITEM C IN TABLE
URB STOP SHALL BE ACCESSIBLE PAVEMENT:
FROM WITHIN METER BOX PAVEMENT _\ T.C.
. !
SEWER SERVICE WATER SERVICE \
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PROP. WATER w A w i ACCESSIBLE FROM WITHIN ANGLE COMPRESSION
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PROP. SAN. SWR. 2 L Ot ! : S5 AND CONNECTOR, SEE
1 | | CURB STOP WITH NIPPLE; CORP STOP (P THREA ITEM A IN TABLE
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__ROW__ __ I R T SEE ITEMAINTABLE ON FOR USE WITH SERVICE STAINLESS STEEL
]' [ I | TAPPING SADDLE), SEE STIFFENER
H H H 1 STAINLESS STEEL STIFFENER: ORP STOP (IP THREAD FOR USE ITEM B IN TABLE
| i i i WITH SERVICE TAPPING SADDLE), WATER SERVICE FITTINGS TABLE
! ! ! ! SERVICE LINE, HDPE POLY PIPE: SEE ITEM B IN TABLE SERVICE SADDLE WITH I
(BLUE IN COLOR), MIN 1", PE4710 DR9 METER | SERVICE . ITEM B ITEM C (METER
| | | | THREAD ONLY SiZE | LINE ITEM A (CURB STOP) (CORP STOP) | SETTER YOKE) b
ERVICE SADDLE WITH IP 3 1" 1" CURB STOP 1" CORP 34" 15"-18" (TYP)
STAINLESS STEEL STIFFENER THREAD ONLY STAINLESS STEEL STIFFENER 1" X 3" REDUCER BUSHING STOP
4 X 3" NIPPLE
SERVICE LINE, HDPE POLY PIPE— FOR ANGLE: A14 CONNECTOR
(BLUE IN COLOR), MIN 1", PE 4710 DR9
1" 1" 1" CURB STOP 1" CORP 1" 20"-23" (TYP)
1" X 3" NIPPLE OR 1" CLOSED STOP
NIPPLE
NOTES: NOTES: NOTES: FOR ANGLE: A24 CONNECTOR
1. LOCATE WATER SERVICES 10-0" UPSTREAM OF SANITARY SEWER SERVICES. 1. STRAIGHT CURB STOP SHALL BE USED UNLESS SITE CONDITIONS DO NOT ALLOW. USE OF ANGLE 1. ANGLE CURB STOP SHALL ONLY BE USED IF SITE CONDITIONS DO NOT ALLOW FOR STRAIGHT 2" 2 2" 2" N/A 10"-15" (TYP)
STOPS SHALL BE BY APPROVAL OF CITY PROJECT MANAGER ONLY. CURB STOP AND SHALL REQUIRE THE APPROVAL OF CITY PROJECT MANAGER.
*  STRAIGHT CURB STOP SHALL BE USED UNLESS SITE CONDITIONS DO NOT ALLOW AND APPROVAL
FROM CITY PROJECT MANAGER IS OBTAINED
TYPI CAL LOT SERV' CE DETA' L REVISION DESCRIPTION DATE WATER SERVI CES (I OF 3) REVISION DESCRIPTION DATE WATER SERVI CES (2 OF 3) REVISION DESCRIPTION DATE WATER SERVI CES (3 OF 5) REVISION DESCRIPTION DATE
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( T T I==_/ SPECIFICATIONS
T ~ & CONCRETE : CLASS 1 CONCRETE WITH DESIGN STRENGTH OF L Z
4500 PSI AT 28 DAYS. UNIT IS OF MONOLI CLEAN# CRUSHED s s
BY CONSTRUCTION AT FLOOR AND FIRST STAGE OF WALL LIMESTONE AT EMBED
SIZEjpass L1 W1 HI WITH SECTIONAL RISER TO REQUIRED DEPTH. A ety ; =
" " 1 on _qn an o < =
4" | 2" 88" 48" 46 REINFORCEMENT: GRADE 60 REINFORCED. STEEL BAR CONFORMING TO o 2‘
o |+ 110 60 a5 ASTM A615 ON REQUIRED CENTERS OR EQUAL.
X 10"
1/2" DIA. HOLE © HATCHWAY: 3' X 5' GALVANIZED STEEL DOUBLE LEAF SPRING MIN.
ASSISTED HATCHWAY - TRAFFIC RATED W/ SLAM LOCK.
12"
— | 1. PRECAST VAULT SHALL BE FROM RINKER MATERIALS, GRAND PRAIRIE, TEXAS PLANT
ES OR APPROVED OTHER EQUAL. NOTES:
1. NON-STICKING HING 1. PLASTIC TAPE FOR SERVICES TO BE ATTACHED TO THE ENDS OF ALL SERVICE LINES AND EXTEND ABOVE
2. LOCKING HASP FOR YOUR 2. DIMENSIONS SHOWN ARE APPROXIMATE ONLY. GROUND LEVEL. THE TAPE SHALL MEET THE FOLLOWING SPECIFICATIONS:
LOCK 111 BLUE "ALLEN MARKING TAPE" OR APPROVED EQUAL.
3. SHOP DRAWINGS SHALL BE SUBMITTED BY CONTRACTOR FOR APPROVAL BY THE F -
3. FACTORY APPLIED PRIME TO CONTRUCTION. 112, ROLL MARKED CONTINUOUSLY "CAUTION WATER LINE",
COAT ENGINEER AND ACCEPTANCE BY CITY OF RICHARDSON PRIOR TO C 1% Sl o oW
4. EASY OPENING HANDLE
5. 1/4" PLATE DOOR
DOMESTIC WATER METER VAULT: Revson [ oescremon oA DOMESTIC WATER METER VAULT: Revson | oescremon oA DOMESTIC WATER METER VAULT: Revsion ] oescremon oA WATER SERVICE EMBEDMENT Revsion ] oesereon oare
DOUBLE LEAF METAL DOOR 0 NEW FORMAT 0711612024 PLAN VIEW 3 NEW FORMAT 071162024 ELEVATION 3 NEW FORMAT oTe024 o NEW FORMAT 071162024
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